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Abstract 
With the aim of increasing the self-consumption rate of grid-connected Photovoltaic (PV) home systems, two 
main options can be implemented: the inclusion of an energy storage system, in particular a battery bank, and 
the adoption of a Demand Side Management (DSM) strategy. However, both the reshaping of the load 
consumption curve with the displacement of deferrable loads and the optimal management of the battery bank 
require estimation of the daily PV generation profile. The assessment of the on-site energy production can be 
carried out based on weather forecast data. However, the latter are characterized by uncertainty, which may 
affect the achievable self-consumption rate.  
This work investigates the influence of weather forecast errors on the performance of home PV systems 
equipped with a battery bank and characterized by a certain share of deferrable loads. Two different weather 
forecast services are considered, referring to the annual meteorological conditions occurring in Rome, and 
energy consumption data for 150 different households are analysed. The self-consumption rate is maximized 
by solving a suitable optimization problem, while different combinations of relative battery capacity, PV-to-
load ratio, and share of deferrable loads are considered. Two different approaches—deterministic and 
stochastic—are adopted and compared with an ideal approach where the PV generation profile is perfectly 
forecasted. The results show that the adoption of the deterministic approach leads to a reduction in the 
achievable self-consumption rate in the range of 0.5–4.5% compared to the ideal approach. The adoption of a 
stochastic approach further reduces the deviations from the ideal case, especially in the case of consumption 
profiles with a high share of deferrable loads. Finally, a preliminary economic analysis proves that the use of 




After coal, Renewable Energy Sources (RESs) are the second-largest contributor to global electricity 
production, accounting for 22.6% of world generation in 2014 [1].  
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NOMENCLATURE  
Symbols Superscript A Area [m2] B Battery 
BCR Benefit-cost ratio BC Battery charging phase DLR Deferrable load ratio [%] BD Battery discharging phase 
E Energy [kWh] DIR Directly consumed GI Global irradiance [kW/m2] DL Deferrable load 
I Investment cost [€] INV Inverter 
L Lifetime [year] NDL Non-deferrable load P Power output [kW] PUR Purchasing RB Relative battery size SEL Selling RPV PV-to-load ratio TL Total load SCR Self-consumption rate Acronyms SSR Self-sufficiency rate D Deterministic approach T Temperature [°C] DSM Demand side management 
c Specific cost [€/kWh] GHI Global horizontal irradiance fPV Derating factor MAE Mean absolute error 
i Interest rate MBE Mean bias error nPV Number of installed PV sub-arrays MILP Mixed integer linear programming 
ΔSCR Mean deviation of the self-consumption rate NWP Numerical weather prediction 
∆𝑡𝑡 Time step [h] PV Photovoltaic 
𝜂𝜂 Efficiency  RES Renewable energy source 
Subscript (index) RMSE Root mean square error 
t, T Time index and set S Stochastic approach 
l, L Load profile index and set SOC State of charge 
 WFS Weather forecast service 
 
Solar Photovoltaic (PV) is one of the main renewable technologies and is experiencing very high annual growth 
rates in terms of installed capacity, which increases from 38 GW in 2010 [2] to 176 GW in 2014 [1] in OECD 
countries. A particular rise in the PV capacity has occurred in Italy, where the installed PV capacity achieved 
18.9 GW at the end of 2015 [3], allowing Italy to become the third largest producers of PV electricity (25.2 
TWh) in OECD countries, after Germany (38.4 TWh) and Japan (36 TWh) [4]. Still referring to the Italian 
situation, about 91% of PV systems have a peak power lower than 20 kW, corresponding to about 20% of the 
overall Italian PV capacity [3]. Therefore, an increasing number of PV owners use the produced electricity 
directly to supply a share of their own consumption (the so-called prosumers). The interest in self-consumption 
of PV electricity is particularly noticeable for these prosumers, due to the economic advantages coming from 
the reduction in the amount of electricity purchased from the grid as well as the support policies introduced in 
several countries (in particular, with net-metering schemes) [5].  
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The improvement of the self-consumption in residential PV systems is mainly achieved by considering two 
options: the introduction of an energy storage system and the adoption of a Demand Side Management (DSM) 
strategy. These two methods have been well studied in the literature, as reported in an extensive review 
concerning self-consumption of PV electricity in buildings by Luthander et al. [6]. Among the alternative 
storage systems, battery storage (intended as both stationary systems and electric vehicles) is the most mature 
technology and the most suitable option for short-term energy storage [7]. Hoppmann et al. [8] demonstrated 
that given an economically rational household, investments in lead-acid battery storage are already profitable 
for some small residential PV systems. The achievable self-consumption in PV/battery systems depends on 
several relevant factors, such as the system design, location, and number of buildings involved. For instance, 
Merei et al. [9] analysed the self-consumption and degree of self-sufficiency in commercial buildings for 
several sizes of PV plant and battery bank. In [10], the self-consumption of residential PV power in a 
community of several single-family houses was evaluated by considering different battery capacities. In [11], 
the best configuration in terms of minimization of the energy cost for a given self-sufficiency rate was 
investigated by varying the PV power output and the storage capacity. In addition, an analysis on the effect on 
the grid was carried out. Linssen et al. [12] highlighted the major impact of the chosen load profile on the 
congruence between electricity demand and PV generation and hence on the share of self-consumption. 
Therefore, they recommended the use of realistic load profiles for modelling, system design, and battery 
selection instead of aggregated profiles (e.g. standard load profiles). For this reason, recent papers analysed 
the level of self-consumption for a large number of different household consumption profiles. For instance, 
Quoilin et al. [13] built up a database of load profiles from monitoring data. The authors stated that the self-
consumption rate largely varies between households and, therefore, the level of self-consumption cannot be 
predicted in a deterministic way. This fact was proved by Nyholm et al. [14], who investigated the optimal 
sizing of battery and PV modules by using real household energy consumption data from 2104 Swedish 
dwellings. The results highlighted an important dispersion in the achievable self-consumption rate although a 
common trend was observed.  
The demand-side management includes several techniques for reshaping the pattern and magnitude of end-use 
electricity consumption. The load shifting, which represents the reallocation of the load demand from periods 
with high energy deficit toward periods with surplus PV production, is the most common and well-studied 
DSM strategy [15]. The adoption of this DSM technique in households is of remarkable importance as PV 
systems are often applied at this scale and the increasing electrification of heating and cooling loads in 
households provides greater flexibility [16]. However, as highlighted by Widén [17], the DSM capacity to 
increase self-sufficiency is currently limited given the low consumer engagement, the existence of a large 
number of low power loads, and the difficulties associated with the automation of such loads. The combination 
of DSM with battery storage is an interesting solution for optimizing the PV energy utilization and for further 
increasing the self-consumption. Castillo-Cagigal et al. [18,19] analysed the benefits of the inclusion of energy 
storage and DSM in a household equipped with a 5.5 kWp grid-connected PV system. The authors proved the 
benefits in terms of increased self-consumption, decreased energy losses, reduction of storage size, and 
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increased possibilities for electricity management. Femia et al. [20] investigated the self-consumption rate of 
PV residential applications equipped with energy storage and using a load management strategy, demonstrating 
that a synergic use of the load-shifting minimizes the energy exchanged with the grid. In [21], the authors 
confirmed that the improvements in self-consumption from load shifting and battery storage are roughly 
additive, especially for small battery capacities. 
Most of the cited studies evaluate the achievable self-consumption rate by assuming actual values for energy 
consumption and PV production. However, to achieve optimal battery management and effective load shifting, 
the PV generation curve should be determined in advance. The use of solar radiation forecasting to optimize 
the energy self-consumption rate in houses equipped with PV-storage and energy management systems is one 
of the most relevant aspects that needs further investigation [10]. Numerous solar radiation forecasting models 
currently exist, including Numerical Weather Prediction (NWP) models, statistical models, and hybrid 
combinations [22]. Moreover, several studies in literature deal with the effects of weather forecast uncertainty 
on the energy management system of the building. Marinelli et al. [23] proposed a control strategy for the 
energy management of a grid-connected PV plant, where the weather forecast is used for the scheduled hourly 
production while a storage system is used for compensating the deviation from the forecasted energy plan. 
Petersen et al. [24] investigated the effect of weather forecast uncertainty on the energy use and indoor climate 
of a building by adopting a deterministic predictive control system. Wang et al. [25] proposed an energy-
management strategy for a hybrid renewable energy system where the weather forecast uncertainty is 
minimized by adopting a receding horizon optimization strategy. Masa-Bote et al. [26] analysed the effect of 
the forecast uncertainty associated with a residential PV system equipped with a 6 kWh battery bank. The 
results demonstrated that the differences in the annual self-consumption rate between the forecast model and 
the reference ideal predictor model are small. 
The analysis of the literature demonstrates that the involvement of weather forecast data for the optimal 
allocation of deferrable loads and the optimal management of the battery bank is a fundamental task for the 
improvement of the self-consumption rate. However, the influence of the weather forecast uncertainty on the 
actual performance of PV home systems equipped with a battery bank and characterized by a certain share of 
deferrable loads is not thoroughly analysed. Moreover, the investigation of the most suitable optimization 
approach, deterministic or stochastic, for the prediction of the PV daily power production starting from the 
weather forecast data and the maximization of the self-consumption rate is a further open issue. 
For this reason, the aim of this paper is to investigate the effect of the weather forecast uncertainty on the 
achievable self-consumption rate of residential applications equipped with a PV-battery system and 
characterized by a certain share of deferrable loads. The weather forecast data delivered by two weather 
forecast services throughout one year are used as input data for the determination of optimal allocation of 
deferrable loads and optimal dispatch of the battery system. The real weather conditions are subsequently used 
for determining the actual energy flows and the achieved self-consumption rate. Two different optimization 
approaches are considered for dealing with uncertainty in weather forecast. In the first approach, called 
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deterministic, the expected PV production is evaluated according to the forecast data without considering any 
uncertainty. In the second approach, a stochastic model is developed and different scenarios based on measured 
error in the Global Horizontal Irradiance (GHI) are involved in the determination of the optimum. The results 
obtained are then compared with the theoretical potential (i.e. perfect weather forecast). The achieved self-
consumption rate is determined for different values of PV size, battery capacity, and percentages of deferrable 
loads. In order to provide statistically significant self-consumption indicators, 150 different user profiles are 
considered. Finally, a preliminary economic analysis is carried out and the economic profitability of increasing 
the self-consumption by increasing both the battery capacity and the share of deferrable loads is investigated. 
2 Load profiles and meteorological data 
For the determination of household prosumers’ self-consumption, two fundamental yearly data sources are 
required: the meteorological data for the determination of the PV power production and the electricity load 
demand. Both of these types of data vary with the location considered, users’ habits, and other specific 
circumstances. For this reason, in order to obtain reliable self-consumption indexes, 150 different user profiles 
are computed by referring to the database proposed by Quoilin et al. [13]. This database was built up from 
several data sources of historical household electrical consumption profiles monitored in a project funded by 
the European Union, called REMODECE (Residential Monitoring to Decrease Energy Use and Carbon 
Emissions in Europe [27]). The collected data were used for the calibration of a stochastic noise model, and 
894 synthetic profiles, which properly represent the variability of household consumption patterns, were 
generated. Only the 150 Italian load profiles are considered in this study and Figure 1 shows their main 
characteristics. In particular, Figure 1(a) shows the average daily electrical consumptions in ascending order 
together with the corresponding confidence intervals. The latter is representative of the daily consumptions 
variations throughout the year respect to the average value, which depends season, user habits etc. (as shown 
in the figure, user profiles with a similar average load consumption can be characterized by very different 
confidence intervals). The average load consumption by referring to the considered 150 load profiles is 3.3 
MWh/year with a standard deviation of 1.32 MWh/year.  In addition to the daily load consumption, the 
considered user profiles differ for the shape of the daily load curve. Figure 1(b) shows the annual average daily 
load curve represented in relative terms (calculated as the ratio between the hourly load demand and the 
corresponding daily load request). As expected, the lowest load demand is observed during the night while the 
peak load occurs during the evening. However, the actual relative hourly demand differs from the average one 
in function of the considered load profile and, as demonstrated by the confidence intervals, a large dispersion 
from the mean load value may occur depending on the user profile.  
As the case study, the weather conditions measured in Rome (Italy) in the period from 1 September 2015 to 
31 August 2016 are considered for the evaluation of the actual PV production. The weather data set includes 
solar radiation (both global horizontal irradiance and direct normal irradiance), ambient temperature, wind 
speed, and direction. Actually, the weather conditions are available for 340 days (equal to 93% of the annual 
meteorological conditions) due to problems that occurred in the weather station. On the other hand, the missing 
days were distributed throughout the year and therefore, it is assumed that they do not influence the yearly 
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performance. Figure 2 shows the daily GHI and the mean ambient temperature measured during the period 
under consideration. 
 
Figure 1 – (a) Annual average daily load consumption and (b) annual average daily load curve for the 
considered 150 user profiles. 
 
Figure 2 – Daily GHI and mean ambient temperature measured in Rome in the period from 1 September 
2015 to 31 August 2016 
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2.1 Weather forecast accuracy 
In this study, two different weather forecast services are considered. The first weather forecast service (called 
WFS-1) is a commercial product [28] that provides the forecast for the main meteorological parameters such 
as solar radiation (direct, diffuse, and global), ambient temperature, relative humidity, wind direction, and 
speed. The forecast is given with a time horizon of 72 hours and a planned update for each hour. The service 
is based on a combination of various forecasting models. In particular, a mix between the global forecast 
system model, the European centre for medium-range weather forecasts model, and the high resolution limited 
area model is used for the long-term forecast. The forecast is then corrected and updated every hour through 
an appropriate model output statistics algorithm that takes into account the latest data measured by weather 
stations near to the point of interest. Indeed, the second weather forecast service (WFS-2) is an innovative 
service developed by ENEA (Italian National Agency for New Technologies, Energy and Sustainable 
Economic Development) [29]. This service provides the solar radiation forecast (normal direct, global, and 
diffuse on the horizontal plane) with hourly time resolution and daily updates. It is based on the estimates of 
cloud cover issued on the Internet by different weather forecast services, which are subsequently used in a 
developed regressive model.  
In this section, the results obtained in terms of accuracy for the two weather forecast services are given and 
discussed. This analysis is carried out by comparing the data provided by the two weather forecast services 
with the data measured in Rome during the period under investigation. Therefore, the errors may be caused 
both either by the inaccuracy of the forecast algorithm and the original data used by the service to determine 
the weather prediction. The metrics for evaluating the accuracy of the solar energy forecasting refer to those 
proposed by Zhang et al. [30]. Both of the forecast services are set with a forecast horizon of 72 h and a 
resolution of 1 h.  The uncertainty occurring over the analysed period in terms of daily GHI for the two services 
is reported in Table 1. The root mean square error (RMSE), mean absolute error (MAE), and mean bias error 
(MBE) are used as metrics for the three-day forecast horizon.  
Table 1 – GHI forecast accuracy metrics for the two forecast services. 













First day (1–24 h) 0.622 0.469 -0.035 1.137 0.812 0.256 
Second day (25–48 h) 1.206 0.887 0.035 1.545 1.141 0.255 
Third day (49–72 h) 1.377 1.052 -0.042 1.684 1.240 0.250 
 
As expected, the GHI prediction becomes less accurate with the increase of the forecast horizon. The RMSE 
observed for the first day ahead is about 15% of the mean daily irradiance occurring during the year for WFS-
1 and 26% for WFS-2. Referring to the MBE, which identifies the long-term trend of the forecast method, the 
WFS-1 is characterized by a small negative value; that is, this service slightly underestimates the solar 
radiation. Conversely, the WFS-2 shows a positive MBE with an overestimation of the solar radiation. The 
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WFS-1 achieves a higher accuracy than the WFS-2 in the period under evaluation as lower RMSE and MAE 
values occur. Besides the analysis of the accuracy of the daily available solar radiation, investigation of the 
accuracy of the hourly GHI forecast is fundamental. In fact, the maximization of self-consumption requires 
information about both the amount and the shape of available PV power production. The latter is fundamental 
especially for the efficient deployment of demand-side management techniques. Figure 3 shows the probability 
distribution function of the uncertainty of the hourly GHI. The latter refers to the short-term forecast of GHI 
values delivered during sunlight hours for the following hour. Figure 3 also shows the best fit of a normal 
distribution (dashed line) with the measured data. With the use of WFS-1 data (Figure 3(a)), the hourly GHI 
error is characterized by a rather symmetrical distribution with respect to the zero. The occurrence of GHI 
errors in the range of ±100 W/m2 is characterized by high probability values while the occurrence of GHI 
errors higher than 200 W/m2 is very infrequent. The goodness of the fit with a normal distribution is confirmed 
by a coefficient of determination (R-square) equal to 92.7%. The overestimation of the GHI prediction by 
using the WFS-2 is confirmed by Figure 3(b), where the mean hourly GHI error is about 20 W/m2. The fitting 
of a normal distribution is characterized by a lower R-square (83.8%) compared with the WFS-1 case. 
 
Figure 3 – Probability distribution function of the uncertainty in the hourly GHI for the two weather forecast 
services under consideration. 
 
3 Model description 
Specific simulation models implemented in Matlab are used to evaluate the expected performance of both the 
PV system and the battery bank as a function of their main design parameters. An optimization approach based 
on a linear programming problem is developed to find the best allocation of deferrable loads and the optimal 
dispatch of the battery bank. The specific optimization algorithm is implemented under GAMS environment 
using CPLEX solver and a proper interface between the two software is adopted.  
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3.1 PV system 
The PV generation profile is simulated by using the meteorological data presented in the previous section and 
the performance parameters of a modular PV section. The latter is based on a 250 Wp PV module  while the 
number of PV panels and, consequently, the overall PV size, is evaluated according to the annual energy 
production of a single module and the considered load profile.  
The main PV module characteristics are reported in Table 2. Although PV orientation varies with the household 
characteristics, such as roof orientation, shading, and latitude, for the sake of simplicity, it is assumed that in 
every case the modules are oriented towards the south (azimuth equal to 0°) with a tilt angle of 30°. Therefore, 
the Global Irradiation GI available on the surface of the PV modules is calculated from the GHI through the 
method proposed by Duffie and Beckman [31]. The effect of cell temperature (TPV) on PV performance is also 
involved in the model, according to the equations proposed in [31]. 
In particular, the actual PV efficiency ηtPVat time t depends on the nominal PV efficiency ηPV,NOM according 
to the following relationship: 
ηt
PV = ηPV,NOM�1 − γ�TtPV  − TSTC�� (1) 
where γ is the temperature coefficient and TSTC is the PV temperature under standard test conditions (equal to 
25 °C). Finally, the power output of the PV panel is given by: 
PtPV,ref = GIt ∙ A ∙ ηtPV ∙ ηtINV ∙ fPV (2) 
where A is the overall active area of the reference PV module,  ηINV is the inverter efficiency (it is assumed 
that the inverter is connected to a sub-array composed by four PV modules), which is given by the manufacturer 
as a function of the PV power output [32], and fPVis the derating factor. The latter takes into account soiling 
of modules, wiring losses, shading, snow cover, aging, and other secondary losses.  
 
Table 2 – Main parameters of the PV system [31–34]. 
Solar cell technology Polycrystalline Derating factor fPV  0.84 
Nominal PV power PPV,NOM 250 W Inverter nominal efficiency  97.8% 
Nominal PV efficiency ηPV,NOM 14.9% Active area (A)  1.675 m2 
Nominal Operating Cell Temperature  46°C Temperature coeff. of power (𝛾𝛾) 0.41 %/K 
 
Starting from the expected performance of the single PV panel, the annual energy production of the PV plant 
(EPV,ref) is calculated according to the given meteorological conditions. Due to differences in annual energy 
consumption, each household is characterized by a different PV size. However, a constant PV-to-load ratio 
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(RPV) has been assumed for all households. The PV-to-load ratio (or relative PV size) is defined as the ratio 
between the annual PV production and the annual energy consumption of the household: 
RPVl = ElPVElTL = EPV,ref ∙ nlPVElTL  (3) 
where ElTL is the annual load consumption of the household l and nlPV is the number of installed PV modules 
in the considered household. As mentioned, the assumption of a constant ratio between annual energy 
production and annual energy consumption results in a different size of PV system but allows the same 
potential self-sufficiency for each household profile. 
3.2 Battery storage system 
The use of batteries as electrical energy storage is the most common solution for increasing the self-
consumption of prosumers, improving the reliability of the power supply and maintaining a high power quality 
level. The high variability of solar radiation during the day causes fast and poorly predictable fluctuation of 
PV production and the presence of a battery bank is fundamental to smooth the PV power output curve. 
Moreover, battery storage allows the achievement of time-shifting of PV production in order to maximize the 
self-consumption of the household. In this study, the available energy content of the battery bank is evaluated 
through the so-called “state of charge” (SOC10T). The latter is the ratio between the stored energy and the nominal 
storage capacity and is calculated by monitoring the charging (PBC 10T) and discharging power (PBD 10T) over time: 
SOCt = SOCt−1 + (PtBC ∙ ηBC − PtBD/ηBD) ∆tEB  (4) 
where ηBC and ηBD 10T are the battery efficiencies during the charge and discharge processes respectively, ∆t10T is 
the applied time step, and EB is the battery nominal capacity. The battery efficiency depends on several 
operating parameters such as current, SOC and battery lifetime. To simplify the model, this study considers 
lithium-ion batteries characterized by a constant round-trip efficiency of 90% while the SOC ranges from 10% 
to 90% [35].  
The rated storage capacity is determined as a function of the annual electricity demand. In particular, similarly 
to the PV array, a battery capacity ratio RB has been assumed constant independently from the load profile. 
The battery capacity ratio is given by the ratio of battery capacity to household annual consumption, has been 
considered: 
RBl = EBElTL  �kWhMWh� (5) 
Consequently, a different battery nominal capacity is calculated for each household profile, as a function of 
the annual load consumption.  
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3.3 Load demand 
As mentioned, 150 different household profiles are considered in this study. However, with the aim of 
investigating the benefits arising from the implementation of a suitable demand-side management strategy in 
the prosumer self-consumption, two types of electrical demand are considered: 
a. Deferrable loads, defined as the load demands that can be displaced along the day. Electrical 
appliances such as washing machines, dryers, and dishwashers are included in this category. The 
amount of energy required by deferrable loads must be delivered during the day, but no constraints are 
introduced in the load profiles.  
b. Non-deferrable loads, defined as the energy demand that is not controllable. They represent the 
instantaneous consumption of lights, TVs, and so on and the continuous consumption of fridges, 
computers, and so on. In this case, both the daily energy consumption and the shape of the load curve 
are fixed. 
The amount of deferrable loads is determined here by considering a Deferrable Load Ratio (DLR), which is 
defined as the ratio of the daily deferrable load demand EDL and the overall daily load demand:  
DLRl = ElDLElTL = ElDLElDL + ElNDL   (6) 
where ENDL is the amount of the daily non-deferrable load demand. For the sake of simplicity, in this analysis 
it is assumed that DLR is constant throughout the year and the overall daily load demand is perfectly known, 
although the non-deferrable load demand are usually unpredictable.  
3.4 Optimization problem 
The evaluation of the PV electricity self-consumption and the self-sufficiency of the household prosumer 
requires, in addition to the PV-battery system simulation, the resolution of an optimization problem for the 
optimal allocation of deferrable loads and the optimal dispatch of the battery system. In fact, the objective of 
maximizing the household self-consumption and self-sufficiency is reached by minimizing the amount of 
electricity purchased from the grid and by maximizing the exploitation of the PV electrical generation in order 
to avoid electricity sales to the grid. The presence of deferrable loads (i.e. washing machines, dishwashers, 
etc.) and their share in the overall load demand strongly influences the optimal achievable target in terms of 
self-consumption of the user. The optimization tool operates the displacement of deferrable loads, reshaping 
the load curve in order to find the best fit between the PV power generation and the load demand. In particular, 
the supply of deferrable load demand is generally delivered during periods characterized by high levels of PV 
electrical generation.  
Even the battery management is involved in the optimization problem through a suitable dispatch of the 
charging and discharging of the battery system. Obviously, the benefits arising from the introduction of a 
battery system in the self-consumption of the household user increase with the storage capacity. The solution 
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of the optimization problem defines the amount of both excess energy to be stored and energy deficit to be 
covered by the batteries. The optimization model is set with a time-step of 1 hour and is formulated as a mixed-
integer linear programming (MILP). In particular, the continuous variables refer to energy flows, while binary 
variables indicate the involvement or not (1|0) of the different devices. The mathematical problem is 
formulated in the following form: 
max��Pt,lDIR ∙ ∆t
tϵTlϵL
 (7) Pt,lDIR = Min�Pt,lDL + Pt,lNDL; Pt,lPV − Pt,lBC + Pt,lBD�   (8) Pt,lPV + Pt,lBD + Pt,lPUR = Pt,lDL + Pt,lNDL + Pt,lBC + Pt,lSEL   (9) 
� Pt,lDL ∙ ∆tk∙24
t=(k−1)∙24+1 = ElDL   ∀k = 1, … 365 (10) Pt,lBD, Pt,lBC ≤ PB,MAX  (11) SOCMIN ≤ SOCt,l ≤ SOCMAX (12) Pt,lPUR, Pt,lBD, Pt,lBC, Pt,lSEL, Pt,lD,≥ 0 (13) 
The objective function (7) is based on the maximization of the sum of the hourly electricity Pt,lDIR ∙ ∆t self-
consumed relative to time t by the household l (where T is the set of all time steps and L is the set of all 
considered household profiles). In (8), the power generated by the PV system that directly feeds the load (Pt,lDIR) 
is defined as the minimum between the overall load demand (Pt,lDL + Pt,lNDL) and the PV+battery power delivery. 
In (9), the equality constraint of the household power balance is imposed for each time step and each household 
profile. The main power input is the electrical power produced by the PV system Pt,lPV, which is equal to the 
reference PV production PtPV,refmultiplied by the number of sub-modules nlPV; the electricity purchase from 
the grid (Pt,lPUR) or the electricity from the battery system (Pt,lBD) is used to suitably meet the load demand. The 
main power output is the household electricity demand subdivided into deferrable (Pt,lDL) and non-deferrable 
(Pt,lNDL) loads. The excess power production could be sold to the grid (Pt,lSEL) or stored in the battery system 
(Pt,lBC). It is worth noting that Pt,lPV and Pt,lNDL are not variables but inputs of the optimization problem. On the 
other hand, the deferrable load profile is involved in the optimization process, since only the daily energy 
consumption but not the shape of the load curve is defined. For this reason, in (10), the constraint of meeting 
the daily amount of deferrable load demand (ElDL) is introduced. In (11), a maximum battery charging and 
discharging power (PB,MAX) is introduced since efficiency decreases considerably for high power flows. In 
(12), the battery state of charge is constrained to range between a minimum (SOCMIN) and a maximum value 
(SOCMAX). Finally, in (13), all the continuous variables are constrained to assume only positive values.  
The energy flows calculated through the optimization problem are used for the determination of the self-
consumption and self-sufficiency of the households. These two parameters are the main output of this analysis 
and are defined according to Luthander et al. [6]. The self-consumption rate (SCR) is defined as the electricity 
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generated in house and consumed locally by the household (EDIR = ∑ Pt,lDIR ∙ ∆ttϵT ) divided by the overall PV 
generation (EPV):  
SCRl = ElDIRElPV    (14) 
Similarly, the self-sufficiency rate (SSR) is defined as the ratio between the self-consumed energy EDIR and 
the annual energy consumption of the household: 
SSRl = ElDIRElTL    (15) 
It is worth noting that, by imposing a PV-to-load ratio RPV = 1, the annual self-consumption rate and self-
sufficiency rate coincide. 
3.5 Case studies 
Three different cases are considered in this analysis. Firstly, an ideal case is evaluated, where both the load 
profile and the PV electricity generation are perfectly known. Secondly, the influence of uncertainty in the 
weather forecast on the achieved self-consumption values when adopting a deterministic approach is 
investigated. Finally, the possible benefits attained by using a stochastic approach instead of a deterministic 
one are assessed.  
3.5.1 Ideal case 
The real weather conditions are introduced as input data in the simulation model of the PV. The optimization 
problem is therefore set as a deterministic problem with a time horizon of one year, where both the real non-
deferrable load profile and the PV generation curves are perfectly known. For this reason, the obtained ideal 
SCR represents the target for the home solar system. In fact, the spread between the obtained ideal SCR and a 
100% self-consumption rate is only due to the use of a non-dispatchable source as solar energy and a limited 
storage capacity. 
3.5.2 Real case: Deterministic approach 
The use of the weather forecast information to assess the performance of the solar system in terms of self-
consumption is investigated in this case study. The inaccuracy of the solar radiation prediction affects the 
expected PV power profile and consequently affects the allocation of deferrable loads throughout the day. 
However, in this section, the possible deviation of the expected PV production with respect to the real one is 
not considered in the resolution of the optimization problem. In other words, a deterministic approach is 
adopted as the optimization problem is solved by using the mathematical problem reported in Section 3.4, 
while the hourly electricity produced by the PV system Pt,lPV is calculated by referring to the meteorological 
data delivered by the two weather forecast services. Since the weather forecast accuracy decreases with the 
increase of the forecast time horizon, the yearly optimal solution is composed of daily optimizations with a 
time horizon of 72 h. The solution found determines the energy management of deferrable loads and battery 
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bank, which is then used during the simulation of the actual performance of the PV system. Even in this case 
study, no uncertainty in both the overall load request and in the profile of the non-deferrable load demand are 
introduced. 
3.5.3 Real case: Stochastic approach 
As shown in Figure 3, the measured error in the GHI can be fitted with a Gaussian curve and this important 
information can be introduced in the optimization problem to improve the energy management strategy. 
Several stochastic programming models are presented in the literature, such as those based on scenario-tree or 
chance-constrained approaches [36]. However, the choice of the best approach is beyond of the scope of this 
paper. Therefore, a very simple stochastic model based on the scenarios approach is applied in this study. In 
particular, starting from the expected PV production profile based on the weather forecast data, two other 
additional scenarios are considered. The standard deviation is used for generating a pessimistic scenario, in 
which the expected GHI is decreased by the standard deviation, and an optimistic scenario, in which the 
expected GHI is increased by the standard deviation. The corresponding percentages of occurrence of the three 
scenarios are calculated by the probability distribution functions observed in Figure 3. Like the previous 
approach, the optimization problem is solved for each day considered in this analysis, since the weather 
forecast have a limited time horizon and the decision in terms of allocation of the deferrable loads and battery 
management is used during the simulation of the actual home solar system performance. 
4 Results and discussion 
The results achieved in terms of self-consumption in the solar house system are presented in this section. 
Owing to the different load profiles, the achieved results are shown in terms of box plots, where the median 
value defines the general trend while the box size highlights the dispersion with respect to the median value. 
As mentioned in the previous section, three main factors are identified for the present analysis: (1) the PV-to-
load ratio (RPV), which determines the energy generated by the PV system for each household, (2) the relative 
storage capacity of the batteries (RB), which defines the system capacity of time-shifting the energy production, 
and (3) the deferrable loads ratio (DLR), which represents the user availability to reshape its demand profile. 
Compared to the first two factors, which are characterized by potentially unlimited maximum values, the 
maximum percentage of deferrable load is limited and depends on the share of deferrable loads consumption. 
In this analysis, a maximum percentage of 40% is assumed.  
Starting from the solar radiation measured in Rome and by implementing the simulation model presented in 
the section 3.1, the energy production of the single PV module is calculated, resulting equal to about 350 
kWh/year (corresponding to a specific yearly energy production of 1397 kWh/kW). This value is assumed 
constant independently from the PV size, which is different for each household.  
4.1 Ideal case results 
As mentioned, in this first case, the uncertainties in the load profile and weather forecasts are not considered 
and the results of this ideal case are assumed as the target for the overall study. A first analysis is carried out 
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by assuming a RPV=1, that is, the PV system is designed to completely supply the annual energy consumption 
of the specific user (EPV = ETL). In this condition, the SCR and the SSR are equivalent. Figure 4 demonstrates 
that the presence of deferrable loads increases the potential SCR that could be achieved, especially if batteries 
are not included (RB = 0) or for low values of battery capacity.  
 
Figure 4 – Self-consumption rate and self-sufficiency rate as a function of deferrable loads ratio for different 
battery size values (ideal case, RPV = 1). 
 
The benefits of managing a share of consumption becomes more and more marginal with the increase of RB 
due to the large capacity of the storage system to time-shift the excess PV power production. As expected, the 
SCR shows an asymptotic trend with respect to both DLR and RB. In fact, a further increase of SCR may 
require the balancing of weekly or seasonal energy variations, rather than daily ones, and both the battery bank 
and the DSM technique are unable to perform this task suitably. A reduction of box sizes is also observed with 
the increase of the storage capacity, highlighting the reduced dependence on the load consumption curve.  
Although DLR and RB are two independent design factors, the same target SCR value can be achieved with 
different combinations of these two factors. Figure 5 shows the median SCR as a function of DLR and RB for 
RPV = 1. Figure 5 demonstrates that without considering any battery or deferrable load, the SCR of the 
household is about 37%. A constant improvement of the SCR occurs by increasing RB and DLR to reach a 
target SCR of about 75%. A further rise in the SCR should involve a weekly and a seasonal time shift of the 
PV energy production. In fact, Figure 5 shows that an SCR higher than 80% is reached only for very high 
values of DLR and RB. Moreover, Figure 5 shows that the slope of the iso-SCR lines is almost constant and is 
equal to about –0.03. Therefore, for any SCR target value, if the deferrable load ratio increases by one 




Figure 5 – Influence of deferrable loads ratio and battery size on the median SCR for the ideal case (RPV = 
1) 
 
Another important design factor of home PV systems is the relative PV size, which causes an opposite effect 
on the self-consumption rate and on the self-sufficiency rate. In fact, with the increase of RPV, an excess of 
electricity production occurs, especially during summer days, but at the same time, a larger share of load 
consumption is supplied by the on-site PV production during the winter and middle seasons, with a 
corresponding increase of the system self-sufficiency. Figure 6 shows the median value and box plot of the 
SSR value as a function of the percentage of deferrable loads and the relative PV size in the case of no battery 
bank (Figure 6(a)) and with RB = 1 (Figure 6(b)). For low values of RPV, the benefits arising from a reshaping 
of the load profile with the introduction of deferrable loads are of minor relevance due to the low frequency of 
excess energy production periods. In this case, the introduction of a battery bank further reduces the 
contribution of deferrable loads in the rise of SSR, which becomes negligible. This result is independent from 
the user profile, as demonstrated by the small size of the box. By increasing RPV, the dispersion from the 
median values also increases and the shape of the user profile becomes more and more fundamental for the 
determination of the target SSR. The flexibility given by the presence of deferrable loads contributes to the 
increase of the SSR, but even in this case the benefits arising from the increase of RPV become more and more 
marginal in terms of SSR improvement and the introduction of a battery bank is required to achieve SSR values 
higher than 60%.  
Figure 7 shows the self-consumption rate in function of DLR and RPV for the case of RB = 0 (Figure 7(a)) and 
RB = 1 (Figure 7(b)). Figure 7 demonstrates that SCR increases as RPV decreases. However, this increase in 
SCR is not due to a rise in the electricity generated in house and consumed there but only due to a decrease of 
the annual PV production.  
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 Figure 6 – Box plot of the SSR as a function of deferrable loads ratio for different PV size values (a) without 
a battery bank (ideal case, RB = 0) and (b) with a battery bank (ideal case, RB = 1). 
 
 
Figure 7 – Influence of deferrable loads ratio and PV size on the median SCR (a) without a battery bank (RB 
= 0) and (b) with a battery bank (RB = 1). 
 
4.2 Real case results: deterministic approach 
In this section, the results obtained by adopting a deterministic approach for managing weather forecast 
uncertainty are presented and discussed. Figure 8 shows the mean deviation of the SCR (indicated by ΔSCR) 
achieved in the ideal case with respect to that of the deterministic approach. The SCR is calculated as a function 
of the percentage of DLR and RB, while weather forecast data delivered by WFS-1 and WFS-2 are used in 
Figures 8(a) and Figure 8(b), respectively. The median values of ΔSCR range between 0.5 and 4.5%, with only 
minor differences between the two weather forecast services, although WFS-1 shows a higher accuracy and 
therefore lower ΔSCR values. Figure 8 demonstrates that the deviation of the SCR increases when the 
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percentage of deferrable loads rises. In fact, since deferrable loads are generally allocated during periods of 
expected high PV power production, the higher the amount of deferrable load, the more influential the accuracy 
of the weather forecast becomes. The rise in the battery size reduces the values of ΔSCR. In fact, the role of 
batteries is twofold: on one hand, the battery bank carries out time-shifting of the energy produced by the PV 
system and, at the same time, compensates for the deviations between the expected and actual PV productions. 
This fact suggests that the introduction of the battery bank, even with low values of RB, makes it possible to 
improve the percentage of self-consumption of the home solar system. 
 
Figure 8 - Mean deviation of the SCR (ΔSCR) as a function of deferrable loads ratio and battery size (RPV = 
1). 
 
4.3 Real case results: stochastic approach 
As discussed in the previous section, by using the weather forecast data to optimize the energy self-
consumption, the most important deviation from the ideal approach occurs for high percentage values of 
deferrable loads and relatively low battery capacities. In this section, the capabilities of using a stochastic 
approach instead of a deterministic one in the optimization problem are investigated.  
Figure 9 shows the SCR deviation from the ideal approach resulting from the adoption of a deterministic and 
a stochastic approach as a function of DLR and for different values of RB. In particular, since the highest 
deviations are achieved for low values of RB, three different values of RB are analysed: RB = 0, RB = 0.5, and 
RB = 1. The results obtained by adopting a deterministic approach are marked by “D” and are represented by 
solid lines, while those obtained with the stochastic approach are marked by “S” and are shown as dashed 
lines. The major benefits in adopting a stochastic approach arise when the inaccuracy of the weather forecast 
results in high risks. These cases are observed in the previous section for a high percentage of deferrable load 
and low relative battery capacity. Although the stochastic model is very simple, the introduction of the other 
two scenarios leads to more robust solutions and the effects of a possible variation of the PV production from 
the expected value are minimized. In other words, the allocation of deferrable loads remains optimal even with 
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important deviations of the actual PV production curve compared to that calculated starting from the weather 
forecast. With the increase of the relative battery capacity, the accuracy of the solar radiation forecast becomes 
less relevant, as the batteries could suitably cover the possible mismatch between expected and actual PV 
energy production.  
Therefore, the important decrease of the risk that occurs as the main reason for the deviation from an ideal 
approach is only due to the error in the daily available solar energy. In these conditions, the deterministic 
approach has already shown good performances, with a value of ΔSCR lower than 2%. Consequently, the 
advantages of adopting a stochastic approach are more and more negligible. 
 
 
Figure 9 – Box plot of the ΔSCR achieved by adopting a deterministic (D) and a stochastic (S) approach as a 
function of the deferrable loads ratio for different battery size values when adopting (a) WFS-1 data and (b) 
WFS-2 data (RPV = 1) 
 
5 Preliminary economic analysis 
Finally, a preliminary economic analysis has been carried out in order to evaluate the profitability obtained 
with the improvement of the self-consumption in residential PV systems. A Benefit–Cost Ratio (BCR) is used 
as an economic performance index while no net-metering schemes or other incentives are considered for the 
self-consumed energy. The BCR is calculated as the ratio of the benefits achieved by the introduction of a 
home PV system and the corresponding costs: 
 BCR = ∑ �cPUR�ETL − EPUR� + cSELESEL� ∙ (1 + i )−kLPVk=1IPVPPV,NOMnPV + IBEB ∙ �1 + (1 + i )−LB� + ∑ cO&M ∙ (1 + i )−kLPVk=1  (16) 
 
where the benefits are expressed in monetary terms by summing the savings coming from the lower electrical 
energy purchase from the grid and the revenues from the sale of the excess energy. The costs are the sum of 
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capital and operating costs. With reference to the Italian electricity market [37], the electricity retail price for 
a typical domestic consumer and the minimum guaranteed feed-in price for PV systems are assumed as the 
purchasing and selling electricity costs, respectively. Obviously, all the benefits and costs are properly 
discounted by considering an interest rate and Table 3 reports the main assumptions. 
 
 
Figure 10 – Average benefit–cost ratio vs. self-consumption rate when adopting a deterministic approach. 
 
Table 3 – Assumptions regarding cost parameters. 
PV capital cost (IPV) 1400 €/kW 
Lithium-ion battery capital cost (IB)  300 + 500EB  € (current price)  300 + 200EB  € (future 
scenario) 
PV operating lifetime (LPV) 20 years 
Battery lifetime (LB) 10 years 
O&M annual cost (cO&M) 1.5% of initial investment 
Grid-to-load electricity cost (cPUR) 0.20 €/kWh 
PV-to-grid electricity cost (cSEL)  0.04 €/kWh 
Annual interest rate (𝑖𝑖) 5% 
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 Figure 10 shows the relationship between the average BCR and the average SCR by applying a deterministic 
approach based on the WSF-1 data. In particular, Figure 10(a) shows the BCR-SCR curves by considering a 
battery capital cost in line with the current prices, while in Figure 10(b) a future scenario with an important 
reduction of the battery costs is considered. Firstly, by referring to the base case without considering any 
battery bank or deferrable load (RB = 0 and DLR = 0), the average BCR achieved is slightly lower than 1 
(about 0.97), but about 50 household consumers already attains a BCR higher than 1 (that means an economic 
advantage to install PV system instead of purchasing energy from the grid). As mentioned, although the effect 
of batteries on the SCR is more significant than that of DLR, the latter incurs lower additional costs. Regardless 
of the considered battery cost, Figure 10 proves that the increase of the DLR always produces a positive effect 
on both the profitability and the energy independence of home solar systems, as demonstrated by the positive 
slope of the iso-RB curves. On the other hand, as shown in Figure 10(a), the highest BCR is achieved by RB = 
0, since the economic savings due to the introduction of batteries do not compensate for their initial cost. On 
the contrary, in a future scenario characterized by lower battery costs (Figure 10(b)), the BCR reaches the 
maximum values for a relative battery capacity in the range of 1–1.5 with a shift toward lower RB values for 
high values of DLR. In this case, the achieved SCR is around 70%.  Due to the asymptotic trend in the SCR 
already observed in the previous analysis, the economic benefits achieved with the increase of self-
consumption become more and more marginal with the rise in the battery capacity, and as a result the solution 
for high RB values is no longer cost-effective.  
Finally, it is worth noting that the achieved results refer to the mean BCR and SCR values obtained for the 150 
different load profiles considered here. Since the load profile shape has a strong influence on the self-
consumption rate, the economic performances could differ notably from each other. For this reason, three 
different load profiles were chosen as case studies (the main characteristics are reported in Table 4). All the 
cases are characterized by similar values of annual energy consumption and, with the assumption that RPV = 
1, an installed PV power of 3 kW. On the other hand, due to differences in household habits, the load profile 
shapes are remarkably different each other.  
Table 4 – Main characteristics of the three load profiles analysed 
 CASE A CASE B CASE C 
Annual energy consumption [MWh/yr] 4.25 4.20 4.26 
Average daily peak load [kW] 0.83 @ 8 p.m. 0.82 @ 8 p.m. 0.69 @ 15 p.m. 
Installed PV power [kW] 3 3 3 
Initial SCR (RB = 0; DLR = 0) 25.7% 38.2% 44.0% 
Initial BCR (RB = 0; DLR = 0) 0.79 0.98 1.07 
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 Figure 11 – Average daily surplus/deficit of energy and benefit–cost ratio vs. self-consumption rate for three 
different case studies. 
 
Figure 11 shows the average daily surplus/deficit of energy (calculated as the difference between the PV power 
production and the load demand) and the corresponding BCR-SCR correlation for the three cases by 
considering the future scenario for the calculation of the battery price. The first case (called case A in Figure 
11(a)) is characterized by a high load demand during the evening and a very low energy demand during the 
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sunshine hours. This causes a frequent mismatch between on-site production and demand of energy, attaining 
to a low SCR without the introduction of a battery bank or the adoption of a deferring load strategy. The second 
case (Case B in Figure 11(c)) is characterized by a lower load demand during the evening and higher load 
request during the morning, resulting in a rise of the base SCR and an initial BCR almost equal to 1. In the 
third case (Case C in Figure 11(e)), due to the high load demand during the sunshine hours, a high percentage 
of the energy produced by PV supplies the demanded load directly, achieving a relatively high SCR and 
BCR>1 even without considering either energy storage or deferment of loads. As expected, the economic 
profitability is significantly dependent on the considered case and improves with the increase of the initial 
SCR. On the other hand, the maximum BCR is obtained with a self-consumption rate of around 70–75% for 
all the three case, highlighting the fact that this optimal value does not depend on the considered load profile. 
However, the relative battery capacity required to reach this target varies with the considered load profile, with 
the highest value of RB being demanded in case A, as shown in Figure 11(b). In fact, this case requires a larger 
energy time-shift and therefore this household largely benefits from the introduction of an energy storage 
system (the relative improvement in BCR from the initial value and the maximum one is around 25% in case 
of DLR=0), even if high initial costs are required. On the other hand, case C (Figure 11(f)) attains the lowest 
BCR increment (lower than 10% in case of DLR=0) but the optimal relative battery capacity is lower than that 
of the other cases, achieving the best economic performance. 
6 Conclusions 
The aim of this study was to evaluate the self-consumption rate that Italian household prosumers could reach 
by solving suitable optimization problems based on the use of weather forecast data. In order to investigate the 
effect of the weather forecast uncertainty on the energy management of home PV systems equipped with a 
battery bank, 150 Italian load profiles have been considered. The self-consumption rate of residential 
prosumers has been evaluated by solving of a proper optimization problem that uses a stochastic approach for 
the prediction of the PV daily power production starting from the weather forecast data. The results achieved 
by using this stochastic approach are compared with those obtained by an ideal approach and with those 
obtained by a deterministic approach. 
The analysis shows that the reference self-consumption rate, which is achieved by using the ideal approach, 
varies in the range of 40–80% in function of the percentage of deferrable loads, battery bank size, and PV size. 
The comparison of the ideal and deterministic approaches shows that the uncertainty of weather forecast data 
reduces the achievable self-consumption rate by about 0.5–4.5%. The adoption of a stochastic approach makes 
it possible to improve the self-consumption rate of households especially in the case of high uncertainties of 
weather forecast data and high percentage of deferrable load. Finally, a preliminary economic analysis was 
carried out, highlighting the cost-ineffectiveness of the adoption of a battery bank by considering the current 
battery price levels. In this case, the SCR obtained is in the range of 35–50%. A reduction of the battery price 
is therefore required to make the introduction of a battery bank economically attractive.  
It is worth nothing that uncertainty in the load demand profile is another important uncertainty factor. The 
proposed optimization problem can be suitably modified in order to take into account this additional 
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uncertainty factor in the evaluation of the self-consumption rate of households. However, the characterization 
of this uncertainty remains an open issue. 
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